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h i g h l i g h t s
 Effects of co-ﬁring sewage sludge with biomass/waste in a CFB boiler are studied.
 Burning waste and biofuels results in a corrosive ﬂue gas.
 The corrosivity is mainly due to the presence of alkali chlorides in the fuel gas.
 The addition of digestive sewage sludge decreases corrosion rate signiﬁcantly.
 The corrosive alkali chlorides will transform to less corrosive alkali compounds.a r t i c l e i n f o
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One way of mitigating alkali chloride induced corrosion in biomass and waste-ﬁred boilers is by using
additives or by co-combustion and thereby decreasing the corrosiveness of the ﬂue gas and deposits.
The effect of co-ﬁring digested sewage sludge with a mixture of biomass and waste (78% bark
pellets + 22% Solid Recovered Fuel, denoted ‘‘SRF’’) was investigated in a 12 MW circulating ﬂuidised
bed (CFB) boiler. The initial corrosion attack of the stainless steel 304L at 600 C (material temperature)
was investigated during 24 h exposures. The exposures were carried out in the ﬂue gas environment from
three fuel-mixes: SRF, MSS1-low (SRF with municipal sewage sludge, low dosage) and MSS2-high (SRF
with municipal sewage sludge, high dosage). The results showed that the most severe corrosion attack
on 304L occurred without sewage sludge in the SRF exposure. This attack was characterised by a corro-
sion product layer up to 100 lm in thickness and signs of internal corrosion of the steel. The deposit in
the SRF case was dominated by alkali chlorides. The exposures with co-combustion of sewage sludge,
MSS1-low andMSS2-high, showed a signiﬁcant decrease in corrosion. The steel sample of 304L performed
especially well in the latter case when it was protected by a thin oxide of less than 0.3 lm in thickness.
This deposit was dominated by sulphate- and phosphate-containing compounds but traces of aluminium
silicate compounds where also found. Furthermore, the concentration of alkali chlorides was low. Thus,
the initial corrosion attack was greatly reduced by co-combustion of digested sewage sludge with SRF.
 2014 The Authors. Published by Elsevier Ltd. This is anopenaccess article under the CCBY-NC-ND license
(http://creativecommons.org/licenses/by-nc-nd/3.0/).1. Introduction
The production of electricity from renewable energy sources,
such as waste and biofuels, is presently on the increase throughout
the world. Being renewable, these fuels are not considered to make
any net contribution of carbon dioxide (CO2) to the atmosphere
when combusted. However, these fuels usually contain largeamounts of alkali chloride which result in a very corrosive ﬂue
gas. In contrast, the sulphur dioxide (SO2) content is typically
low [1–4]. Hence, the deposits formed on the superheater tubes
are often rich in alkali chlorides (potassium chloride (KCl) and
sodium chloride (NaCl)) and it has been shown that high tempera-
ture corrosion of stainless steels is greatly enhanced by the pres-
ence of alkali chlorides [5–14]. The corrosion rates of the
superheaters in a boiler can be reduced by keeping the steam tem-
perature low. However, this results in poor electrical efﬁciency.
The steam parameters can be maintained at high temperature
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strategies to prevent high temperature corrosion include co-
combustion, additives and more advance superheater materials
or higher alloyed superheater materials.
One of the explanations for the corrosive behaviour of alkali
chlorides towards stainless steels is the formation of alkali chro-
mates. It has been shown that alkali chlorides react with chromium
(Cr) in the initially formed protective oxide on stainless steel, form-
ing alkali chromates [6,7,9,10,15–17]. This results in a chromium
depleted oxide which is then converted into an iron-rich fast-
growing oxide. This oxide has much poorer protective properties
as it has higher diffusion rates compared to chromium rich oxides.
This reaction scheme is also true for potassium carbonate (K2CO3),
which reacts with protective oxide forming potassium chromate
(K2CrO4) and CO2(g) [16,18]. Thus, the chromate formation reac-
tion is not limited solely to alkali chlorides. After the breakdown
of the initially protective oxide, the iron-rich oxide formed after
reaction with alkali compounds is susceptible to chlorine-induced
corrosion by chlorine ions penetrating the oxide scale. This leads to
the formation of transition metal chlorides (e.g. iron chloride
(FeCl2)) at the metal/oxide interface causing poor scale adherence.
Another explanation for the accelerated corrosion attack is the
active oxidation mechanism, initially proposed by McNallan
[19,20] and further developed by Grabke [5]. In this mechanism,
it is suggested that chlorine (Cl2(g)) diffuses through micro cracks
and pores in the oxide scale, forming volatile metal chlorides in the
reducing environment at the oxide/metal interface. The gaseous
metal chlorides then diffuse through the oxide, forming metal
oxide in the outer part of the scale where the partial pressure of
oxygen is higher, releasing Cl2(g). The molecular chlorine formed
in this way has been suggested to diffuse inwards through the
scale, to react with the metal again.
In order to mitigate the corrosion in waste and biomass-ﬁred
boilers, fuel additives can be used for altering the corrosive environ-
ment and thus restricting the corrosion attack. The fact that the ﬂue
gas chemistry can be altered by means of fuel additives or co-
combustion has also been demonstrated in several papers
[3,15,21–33] and the effect on the corrosion attack has also been
evaluated [15,22,23,26–29]. In biomass and waste-ﬁred boilers,
the additives or co-combustion has mainly focused on increasing
the availability of sulphur (in the form of SO2 and/or SO3) in the boi-
ler. This includes sulphur-based additives such as elemental sulphur
(S) [15,22,24,25,28] and ammonium sulphate ((NH4)SO4)
[24–26,29], sulphur recirculation [27] or by co-combustion ofwaste
and biomass with coal, peat and municipal sewage sludge
[21,23,26,30–33]. The main aim of using these additives (or co-
combustion) was to sulphate alkali chlorides into their correspond-
ing sulphates during the simultaneous release of hydrogen chloride
(HCl) or Cl2. Laboratory studies have shown that the presence of
potassium sulphate (K2SO4) induces no accelerated corrosion attack
on stainless steels at 600 C [18]. The non-corrosive nature of K2SO4
at this temperature is explained by its reluctance to react with the
protective, chromium-rich oxide form K2CrO4. Thus, the corrosion
properties of the stainless steel remain intact.
In addition to decreasing the presence of alkali chlorides by
sulphation, other measures have been taken [34]. By means of
co-combustion of biomass/waste with sewage sludge, several reac-
tions with alkali can occur. This includes, for instance, converting
the alkali chlorides into alkali sulphates, alkali phosphates or by
binding the alkali part of alkali chlorides to aluminium silicates.
In contrast to alkali chlorides, they do not deplete the protective
oxide in chromium by forming K2CrO4. In this study, two different
municipal sewage sludges were tested as co-fuels at the 12 MWth
CFB boiler on Chalmers campus. The focus lies on the initial corro-
sion attack of the stainless steel 304L and how these additives can
mitigate the corrosive nature of the reference fuel (Solid RecoveredFuel and Bark). Special attention is paid to the presence of S, phos-
phorus (P), calcium (Ca) and aluminium silicates in the deposits
formed on the corrosion probe used and their ability to react with
alkali chlorides in order to converting the alkali chlorides into less
corrosive compounds.2. Experimental
2.1. Research boiler, fuels and boiler operating conditions
The experiments were performed in the 12 MWth circulating
ﬂuidised bed (CFB) boiler, located at Chalmers University of Tech-
nology, shown in Fig. 1. The combustion chamber (1) has a cross
section of 2.25 m2 and a height of 13.6 m. The various fuels are
fed to the bottom of the bed through a fuel feed chute (2). The cir-
culating material is separated at a primary cyclone (5) and
returned to the combustion chamber through the cyclone leg and
loop seal. An external heat exchanger cools the circulating material
before re-entering the combustion chamber when required. Pri-
mary air is introduced through air nozzles located at the bottom
of the riser and secondary air 2.1 m above the bottom plate (4).
The exhaust gas is cooled to 150 C in the convection pass. Effective
soot blowers (using steam blown probes) are installed along each
section of the convection pass. These soot blowers are regularly
used to keep the ﬂue gas temperature below 180 C (once or twice
every 24 h). Fly ashes are separated in the secondary cyclone (8)
and the textile ﬁlter (9). Silica sand (dp = 0.3 mm) was used as
bed material in all cases. The operating conditions presented in
Table 1 are typical of a commercially operated CFB boiler. This
means a ﬂuidising velocity between 5 and 6 m/s in the top of the
riser that leads to a proper circulation of bed material through
the primary cyclone, good heat transfer of moving bed particles
and an attrition of the fuel ash into ﬂy ash, which is important in
order to avoid accumulation of bottom bed ash. Other typical oper-
ating conditions are proper excess air ratio (20–25% excess air) and
a bottom bed temperature of 850 C.
Three combustion cases were investigated and their corre-
sponding operating conditions are presented in Table 1. First, case
SRF in which bark pellets were co-ﬁred with waste (Solid Recov-
ered Fuel) pellets produced by IcoPower in the Netherlands. The
share of waste was 22% based on the total amount of dry fuel sup-
plied to the boiler. The bark was crushed, dried and pressed into
pellets. Secondly, case MSS1-low with additional combustion to
the case SRF of municipal sewage sludge from a waste water treat-
ment plant named Sjölundaverket with a mixture of 7.3%. Sjölun-
daverket takes care of sewage waste water from the city of
Malmö in Sweden. Thirdly, case MSS2-high with additional com-
bustion to the case SRF of municipal sewage sludge from a waste
water treatment plant named Himmerfjärdsverket with a mixture
of 13%. Himmerfjärdsverket takes care of sewage waste water from
the city of Södertälje and the south-west part of Stockholm.
The element compositions of the separate fuels are given in
Table 2. The main difference in composition is high chlorine con-
tent in the SRF case and the ashes from both SRF and bark have a
high content of Ca. Moreover, the precipitating agent for P was
iron-sulphate (Fe2SO4) for both sewage sludges (MSS1 and
MSS2), which is reﬂected by the high iron (Fe) and P content.
The digestion of the sludge during which methane (CH4) is pro-
duced leads to a higher ash concentration compared to undigested
sludge. After digestion the sludge was mechanically dewatered
using high speed centrifuges, lowering the moisture content from
92% to approximately 72–78% and it is difﬁcult to decrease it fur-
ther without the use of drying equipment. Moisture contents of
72–78% lead to low heating values in the range of 1–2 MJ/kg fuel
as supplied to the boiler. These low heating values require a base
Fig. 1. The 12 MWth FBC boiler at Chalmers University of Technology (1) combustion chamber; (2) fuel feed chute; (3) air plenum; (4) secondary air inlet at 2.1 m; (5) hot
primary cyclone; (6) loop seal; (7) cyclone exit duct; (8) cold secondary cyclone; (9) bag house ﬁlter; (10) ﬂue gas recirculation fan; (11) fuel bunkers; (12) sand bin; (13)
sludge pump; (14) hydrated lime bin; (15) bed ash sampling hole; (16) measurement spot (before convection pass) IACM instrument, deposit probe and FTIR; (17)
measurement spot (after convection pass) FTIR; (18) measurement spot (stack) FTIR, (19) IACM instrument.
Table 1
Operating conditions of the boiler for the various test cases.
Test Unit SRF MSS1 MSS2
Load MWth 6.7 6.5 6.2
Bed temp. (bottom) C 847 853 851
Comb. temp. (top) C 873 872 873
Comb. temp. after primary cyclone (16)a C 775 748 746
Flue gas temp. after economiser (17)b C 177 173 166
Total riser pressure drop kPa 7.7 7.6 7.4
Excess air ratio – 1.20 1.20 1.21
Air staging: primary air ﬂow divided by total air ﬂow % 54 65 66
Superﬁcial velocity at the top of riser ms1 5.9 5.6 4.9
S/Cl molar ratio – 0.6 1.6 2.0
Cl(Na + K) molar ratio – 0.4 0.4 0.4
a At position 16 in Fig. 1.
b At position 17 in Fig. 1.
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largely regarded as an additive. However, the heat used for vapou-
rization of the moisture in the sludge can be recovered by installing
a ﬂue gas condensor.2.2. Measurement equipment in the boiler
The ﬂue gas composition was obtained by conventional instru-
mentation, (Fourier Transform Infrared Spectroscopy) FTIR instru-
ment, Bomen MB100 and an in-situ alkali chloride monitor
(IACM) for the alkali chlorides. Measurements of alkali chlorides
(NaCl and KCl) were taken upstream of the convection pass (27)
using an IACM. The IACM (Fig. 2) has been used in previous
projects at the same boiler and is described in detail by Kassman
et al. [25,26].By using a gas extraction probe at the same position (16) as the
IACM, it is possible to control the chlorine in the gas phase in the
form of HCl. An air-cooled probe (Fig. 3), equipped with deposit
rings, was inserted into the ﬂue gas channel (position (16)). In
order to simulate a superheater tube, it was maintained at constant
temperatures of 600, 650 and 700 C during a period of 24 h of
exposure to ﬂue gases at 746–775 C, Table 2. This paper only
includes results from the deposit rings exposed at 600 C.2.3. Materials investigated
The materials used in this study were the austenitic stainless
steels 304L and Sanicro 28. For chemical composition see Table 3.
All samples rings had an outer diameter of 38 mm and a width of
15 mm. Prior to exposure the samples were cleaned in acetone
Table 2
Fuel properties.
Bark SRF MSS1-low MSS2-high
Moisture, % 10 5.2 78 73
Ash, % dry 4.2 13 41 41
Volatiles, % daf 73 88 90 92
Ultimate analysis, % daf
C 54.3 53.6 53.0 54.4
H 6.1 7.3 7.5 7.8
O 38.6 37.3 29.5 29.0
S 0.03 0.24 3.0 2.4
N 0.50 0.91 6.8 6.2
Cl 0.02 0.62 0.18 0.10
Ash elements g/kg dry ash
K 46 11 12 11
Na 10 22 7.1 5.0
Al 26 48 50 48
Si 110 138 124 105
Fe 12 18 129 190
Ca 198 192 93 59
Mg 17 11 13 9.9
P 10 5.1 74 78
Ti 1.0 11 4.3 12
Ba 2.9 1.8 1.3 0.6
Lower heating value (H) MJ/kg
H, daf 20.3 21.1 21.5 22.3
H, raw 16.2 17.3 0.75 1.63
Fig. 3. Schematic image of the air-cooled corrosion probe equipped with sample
rings at a surface temperatures of 600, 650 and 700 C.
Table 3
Chemical composition of the alloys 304L and Sanicro 28.
(Weight%) Cr Ni Mn Si Mo Fe nCr/nFe
304L 19.5 9.6 1.4 1.1 0.3 67.0 0.29
Sanicro 28 27.0 31.0 <2.0 0.6 3.5 34.5 0.78
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and stored in plastic bottles. Two rings, 304L and Sanicro 28, were
used in every exposure case which lasted for 24 h. The temperature
was kept at 600 C (material temperature) and the samples were
stored in a desiccator prior to and after exposure.2.4. Corrosion product characterisation
After exposure the samples were analysed by means of three
analytical methods: Scanning Electron Microscope (SEM) together
with energy dispersive X-ray (EDX), X-ray diffraction (XRD) and
Ion Chromatography (IC). The 304L sample rings were mounted
in epoxy. Afterwards they were cut and polished. The cross section,
which included deposit, oxide layer and metal, was then analysed
with SEM/EDX. The SEM imaging was performed using an FEI
Quanta 200 ESEM FEG. The EDX detector was linked with the
SEM and an Oxford Inca EDX system was used for EDX mapping
and point analysis. The microscope was operated at 20 kV.
For the Sanicro 28 sample rings, the deposit was mechanically
removed and crystalline compounds were analysed with XRD,Fig. 2. Schematic view of an in-situ alkali chloride monitusing a Siemens D5000 powder diffractometer equipped with graz-
ing incidence beam attachment and a Göble mirror. The radiation
used was Cu Ka and the angle of incident was 2. The detector
measured between 12 < 2h < 65. The XRD results given in Table 4
are divided into three levels with respect to their intensity: weak,
medium and strong. These levels are derived from the strongest
peak in the diffractogram. Hence, the intensity of the strongest
(i.e. highest) peak for each phase was divided by the intensity of
the strongest peak in the diffractogram. All values between 1 and
0.3 were denoted strong, 0.3–0.1 medium and <0.1 weak.
After the XRD analysis, the deposit was leached in Milli-Q water
for quantiﬁcation of water soluble anion. The amounts of chlorine
(Cl), sulphate (SO42) and chromate ions (CrO42) were determined
using a Dionex ICS-90 Ion Chromatography (IC) system. The anions
were analysed with an IonPac AS4A-SC analytic column and
1.8 mM sodium carbonate/1.7 mM sodium bicarbonate was used
as an eluent. The ﬂow rate was 2 mL/min and detection limit of
the anions is in the sub-ppm range.3. Results
3.1. Flue gas composition
A study of a transient in the ﬂue gas composition of alkali
chlorides (KCl + NaCl), SO2 and HCl upon starting the co-ﬁring of
SRF and sludge gives an insight into the gas phase chemistry sur-
rounding the corrosion probe, Fig. 3, located in measurement holeor (IACM) installation used at position (16) in Fig. 1.
Table 4
Crystalline phases detected with XRD on deposits formed on Sanicro 28 samples, exposed for 24 h at 600 C.
KCl NaCl CaSO4 K2Ca2(SO4)3 CaCO3 KCaFe(PO4)2 KAISi2O6
SRF S M W W
MSS1-low S M M M
MSS2-high S M S M
S = strong intensity, M = medium intensity, W = weak intensity.
486 S. Karlsson et al. / Fuel 139 (2015) 482–49316 in Fig. 1. Such a transient is plotted in Fig. 4. On the x-axis the
time is divided into ﬁve (I–V) time slots. Alkali chlorides and one
of the SO2 signals is from the IACM (19) in Fig. 1 while the other
SO2 signal, as well as the HCl, originated from the FTIR sampling
gas from a position after the convection pass of the boiler ((17)
in Fig. 1). Time slot I corresponds to mono-combustion of wood
chips only. These wood chips have a low content of alkali elements
(K + Na), Cl and S leading to low concentrations of (KCl + NaCl), HCl
and SO2. When substituting the wood chips with bark pellets
(period II), the alkali chlorides showed up in the ﬂue gas in a con-
centration of around 10 ppm, i.e. a level that normally neither
causes problems with deposits on superheater tubes nor corrosion
even if low alloyed steels are used. During period III, the SRF was
gradually increased in four steps up to the level corresponding to
test case SRF. Both the increased alkali and chlorine loading
resulted in a tenfold increase of the concentration of alkali chlo-
rides in the ﬂue gas. Most of the chlorine in the SRF appears to
end up as KCl + NaCl and not HCl, showing the afﬁnity of chlorine
towards alkali rather than hydrogen. Levels of 100 ppm in previous
projects have led to severe problems in the buildup of deposits on
the tubes of the convection section with frequent use of the steam-
blown soot equipment. Also the pressure buildup in the bag ﬁlter
caused problems due to plugging with alkali chlorides. The start
of the sludge combustion during period V is of particular interest.
The alkali chloride concentration dropped like a stone and after a
while a breakthrough of both HCl and SO2 could be measured.
The sludge contained more S than the bark and SRF and sulphation
of alkali chlorides pushing out the Cl as HCl is most likely an
important reaction explaining most of the decline of KCl + NaCl
seen in Fig. 4. However other elements in the sludge ash such as
aluminium silicates (in the form of zeolites) and P captured the
alkali into either potassium/sodium aluminium silicates or calcium
potassium/sodium phosphates. By analysing both the deposit rings
as well as the ﬂy ashes from the present project, a deeper50 100 150 200 250
0
20
40
60
80
100 III III IV V
A
lk
al
i c
hl
o
rid
es
 
K
Cl
+
N
aC
l
(pp
m
 
as
 
m
ea
su
re
d)
Time (minutes)
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mono-combustion of bark pellets, III, stepwise increase of co-combustion of SRF up to the
of sludge corresponding to MSS2-high.understanding of the chemistry behind the advantages of co-ﬁring
municipal sewage sludge can be achieved.
The gaseous alkali chlorides, HCl and SO2 for SRF, MSS1-low and
MSS2-high are given in Fig. 5. In the SRF exposure, the content of
gaseous alkali chlorides (KCl + NaCl) in the ﬂue gas was 96 ppm.
By adding sewage sludge the alkali content in the ﬂue gas
decreased to 28 ppm in the MSS1-low case and to only 3 ppm in
theMSS2-high case. As the alkali concentration decreased, the chlo-
rine showed up instead as HCl with an increase of HCl from 45 ppm
(SRF case) to 316 ppm for case MSS2-high.
3.2. Optical investigation
Fig. 6 shows the sample rings after 24 h of exposure at 600 C
(material temperature). In the SRF case, both 304L and Sanicro 28
are covered by a thick, brownish deposit. The deposit layer formed
on 304L appears to be more prone to spallation compared to the
deposit formed on Sanicro 28. In the MSS1-low case the samples
are also covered by a brownish deposit layer. The deposit is dense
and adherent and seems to be thinner than in the SRF exposure. In
the MSS2-high case, the samples are covered by a reddish deposit.
The deposit on both 304L and Sanicro 28 seems to be thinner than
the deposits in the cases SRF and MSS1-low; metallic luster can be
seen through the deposit layer.
3.3. Deposit analysis with XRD and IC
The crystalline phases detected by XRD analysis of the deposit
are given in Table 4. According to the XRD analysis, the deposits
formed on the SRF sample are dominated by KCl and NaCl. In addi-
tion, CaCO3 and CaSO4 with weak intensity diffraction peaks were
detected. The addition of sewage sludge in the MSS1-low case did
not decrease the intensity from the alkali chlorides; KCl and NaCl
were detected with strong and medium intensity diffraction peaks300
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sulphate-containing compounds was increased and calcium
sulphate (CaSO4) and K2Ca2(SO4)3 were detected with medium
intensity diffraction peaks. In contrast to SRF and MSS1-low, no
alkali chlorides were detected on deposits formed on the
MSS2-high sample. Instead, diffraction of high intensity from CaSO4
and KCaFe(PO4)2 and diffractions of medium intensity from K2Ca2
(SO4)3 and KAISi2O6 were detected.
Results from the IC analysis are shown in Fig. 7 which presents
the percentage distribution between SO42 and Cl in the deposits.
The deposit formed on the SRF sample was dominated by Cl and
just a few percent SO42 were detected. The deposit formed on
the sample exposed in the MSS1-low case had almost equal distri-
bution between these ions: 47% Cl and 53% SO42. In theMSS2-high
case, the deposit was dominated by SO42 and the amount of Cl
was less than 2%. In addition to Cl and SO42, the amount of
CrO42 in the deposit/corrosion products was also detected by IC.
In the two exposures where alkali chlorides were detected in the
deposit (i.e. SRF and MSS1-low), CrO42 was also detected. The
amount of CrO42 in the SRF case was 150 ppm and 927 ppm in
the MSS1-low case. For the MSS2-high case, where the amount of
alkali chlorides in the deposit was minimal, the amount of
CrO42 was below the detection limit of the IC.3.4. Composition analysis of the deposit/corrosion layer by SEM/EDX
The SEM cross section of the 304L sample exposed for 24 h in
the SRF case is shown in Fig. 8. Four distinct areas can be identiﬁed
in the BSE image. The bright area in the lower section shows the
steel sample ring. On top of the ring a somewhat bright corrosion
product layer has formed, covered by a greyish deposit layer.
Finally, the epoxy can be seen as the black area in the upper part
of the image. The thickness of the oxide layer varies between
30 lm and 100 lm, whereas the thickness of the covering deposit
layer is 550–600 lm.
Fig. 9 shows maps from the EDX analysis of the selected area (a)
in Fig. 8. The results show that the deposit is dominated by Ca.
Closest to the corrosion product layer, an area rich in K and Cl
can be seen; this can be recognised as KCl with EDX point analysis
(also detected with XRD, see Table 4). Other elements that can be
detected in the deposit are silica (Si), sodium (Na), P, S and alumin-
ium (Al). The corrosion product layer is divided into two parts: an
outer iron-rich oxide (probably present as an outward growing
oxide) and an inner oxide rich in iron (Fe), chromium (Cr) and
nickel (Ni) (probably present as an inward growing oxide). The
outer part is much thicker compared to the inner oxide.
A close-up image of the corrosion product layer is shown in
Fig. 10. In the inner part of the oxide scale the density of voids is
high. In addition, the 304L sample has suffered from internal
(a) 
(b) 
        300 µm Steel sample ring
Corrosion 
product layer 
l
Deposit 
Epoxy 
Fig. 8. BSE image of a cross section of the 304L sample exposed in the SRF case for
24 h at 600 C. EDX maps of the selected area (a) are shown in Fig. 9 and a BSE
image of the marked area (b) is shown in higher magniﬁcation in Fig. 10.
Fe Cr
K Na C
Cl S P
N
Fig. 9. EDX maps of the sel
Internal oxidation 
Void 
Fig. 10. Left side: BSE image of the marked area ‘‘c’’ in Fig. 8. R
488 S. Karlsson et al. / Fuel 139 (2015) 482–493oxidation along the steel grain boundaries. The ﬁgure also includes
EDX maps for Fe and Cr of the marked area (c). The EDX maps
reveals nodules of almost pure chromium oxide (Cr2O3) embedded
in the outward growing iron-rich oxide.
A SEM image of the cross section of the 304L sample exposed in
the MSS1-low case is shown in Fig. 11. As in the SRF case, four dis-
tinct areas can be identiﬁed: the steel sample ring, corrosion prod-
uct layer, deposit layer and epoxy. The oxide thickness is
signiﬁcantly thinner compared to the oxide layer formed in the
SRF case, being 12–20 lm. The amount of deposit formed on the
sample is also less; the thickness of the deposit layer is about
100 lm.
Area (d) in Fig. 11 is shown in higher magniﬁcation in Fig. 12.
Similar to the oxide layer formed in the SRF case, the oxide scale
can be divided into two parts: a thicker outer Fe-rich part and a
thinner inner Cr-rich part. Below the oxide, voids can be seen
and the steel sample ring also shows signs of internal oxidation
along the steel grain boundaries. However, the attack is not as
severe as in the SRF case.
EDX analysis (see Fig. 13) of the area in Fig. 12 shows that the
deposit is dominated by K, Ca and S. This is in agreement withO
a Al
Si
i
ected area (a) in Fig. 8.
Pure Cr2O3Cr 
Fe
Void 
     100 µm 
(c) 
ight side: EDX maps of the marked area in the left image.
300 µm 
(d) 
Steel sample ring
Corrosion product layer 
Deposit 
Epoxy 
Fig. 11. BSE image of a cross section of the 304L sample exposed in theMSS1-low case for 24 h at 600 C. BSE image of the marked area (d) is shown in higher magniﬁcation in
Fig. 12.
Internal oxidation 
Void 
          50 µm 
Steel sample ring 
Corrosion product layer 
Deposit 
Epoxy
Fig. 12. BSE image of the marked area (d) in Fig. 11.
S. Karlsson et al. / Fuel 139 (2015) 482–493 489the XRD analysis (see Table 4) where CaSO4 and K2Ca2(SO4)3 were
detected. High amounts of P can also be seen together with Na, Al
and Si. In contrast to the XRD and IC analysis, no Cl could be
detected in this part of the deposit.Fe Cr
K Na C
Cl S
N
Fig. 13. EDX maps of tFig. 14 shows a SEM cross section of 304L sample exposed in the
MSS2-high case. In contrast to the SRF case and the MSS1-low case,
no corrosion product layer can be seen between the steel sample
ring and the deposit layer. Furthermore, there are no signs of inter-
nal oxidation in the steel grain boundaries. The deposit layer is
homogenous and consists of a porous network of individual parti-
cles, 10–50 lm in size.
A SEM/EDX analysis of the deposit in the MSS2-high is shown in
Fig. 15. The deposit particles have three varying compositions: Ca,
S and oxygen (O); K, C, Fe, P and O; K, Al, Si and O. According to XRD
analysis (Table 4), it is proposed that these three different particle
compositions are related to the presence of CaSO4, KCaFe(PO4)2
and KAlSi2O6.4. Discussion
The aim of this study was to investigate the effect of co-com-
busting SRF with digested sewage sludge on the corrosion attack.
The steel used for corrosion evaluation in this study is the austen-
itic stainless steel 304L with 20 wt% Cr and 10 wt% Ni. In a non-cor-
rosive environment, stainless steels withstand high temperature
corrosion as it forms a protective oxide consisting of a Cr-rich solid
solution, (Cr,Fe)2O3. The oxide properties critically depend on itsO
a
P
Al
Si
i
he area in Fig. 12.
300 µm 
Steel sample ring
Deposit 
Epoxy 
Fig. 14. BSE image of a cross section of the 304L sample exposed in the MSS2-high
case for 24 h at 600 C.
490 S. Karlsson et al. / Fuel 139 (2015) 482–493composition, a Cr-rich oxide being protective while a Fe-rich oxide
(e.g. pure hematite (Fe2O3) is poorly protective. Hence, all reactions
that deplete the oxide in chromia (Cr2O3) are potentially harmful.
Previous studies in laboratory environments have shown that both
water vapour (H2O) and alkali chlorides (KCl and NaCl) are active
in such Cr2O3 depleting reactions [7,9,16,35]. In the presence of
KCl or NaCl, the Cr2O3 depletion is driven by the formation of
chromate:
1=2Cr2O3ðsÞ þ 2KClðsÞ þH2OðgÞ þ 3=4O2ðgÞ
$ K2CrO4ðsÞ þ 2HClðgÞ ð1Þ50 µ
Fe
O
K Na
Cl S
Fig. 15. SEM/EDX analysis oDGf = 74 kJ/mol, peq(HCl) = 1303  106 bar (600 C, pO2: 0.05 bar,
pH2O: 0.4 bar) [36] and
1=2Cr2O3ðsÞ þ 2NaClðsÞ þH2OðgÞ þ 3=4O2ðgÞ
$ Na2CrO4ðsÞ þ 2HClðgÞ ð2Þ
DGf = 83 kJ/mol, peq(HCl) = 740  106 bar (600 C, pO2: 0.05 bar,
pH2O: 0.4 bar) [36].
If the Cr content drops below a critical level, the oxide loses its
protective properties and a rapidly growing (Fe-rich) oxide forms.
Therefore, the supply of Cr to the oxide by diffusion in the metal
must match the rate of depletion to maintain the protective prop-
erties of the oxide. Laboratory exposure on 304L shows that chro-
mate formation results in the fast breakdown of the protective
properties of 304L and triggers the formation of an iron-rich scale.
In the chromate formation reaction, HCl(g) is formed. However,
during corrosion initiation little or no chlorine have been detected
in the corrosion product layer, indicating that the HCl(g) formed is
released to the ﬂue gas [7,9]. Furthermore, 304L exposed in the
presence of K2CO3 exhibited similar corrosion rate and morphology
as for the corresponding exposures in the presence of KCl [18].
1=2Cr2O3ðsÞ þ K2CO3ðsÞ þ 3=4O2ðgÞ $ K2CrO4ðsÞ þ CO2ðgÞ ð3Þ
DGf = 129 kJ/mol, peq(CO2) = 5.2  106 bar (600 C, pO2: 0.05 bar)
[36].
The oxide scale formed as a consequence from reactions (1)–(3)
is poorly protective and the corrosion attack may be further accel-
erated by the inward diffusion e.g. Cl and sulphide ions (S2). In
addition, metal chlorides and metal sulphides that form, in the
metal/oxide interface are expected to decrease the scale adherence
which in turn can lead to the sound metal being exposed to the
corrosive ﬂue gases such as HCl and SO2 [37,38].
In the reference exposure, SRF, the fuel composition was a mix-
ture of 78% bark and 22% SRF. This composition resulted in a ﬂuem 
Ca
P
Al
Si
f the deposit in Fig. 14.
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measureable levels of HCl(g) (12 ppm) and a low level of SO2(g)
(2 ppm) (see Fig. 5). Accordingly, the deposit formed on the simu-
lated superheater tubes, i.e. the corrosion probe, was dominated by
alkali chlorides whereas the amount of SO42 was very low; only a
small percentage of the anions in the deposit was recognised as
SO42 (see Fig. 7). The alkali chloride-rich deposit in the SRF case
gave rise to a severe corrosion attack (Figs. 8 and 10). This corro-
sion attack is characterised by an oxide scale 30–100 lm thick as
well as internal oxidation along the steel grain bounders and large
void formation in the metal/oxide interface. Similar to laboratory
exposure with KCl and NaCl on 304L [7,9,17], the oxide scale is
divided into two parts: an outer Fe-rich oxide and an inner oxide
rich in Fe, Cr and Ni rich oxide (see Fig. 9). By IC analysis, the
amount of CrO42 detected on the 304L sample exposed in the
SRF case was 150 ppm, which is suggested to have formed accord-
ing to reaction (1) and/or reaction (2). Furthermore, in the Cr map
in Fig. 10, nodules of pure Cr oxide can be seen in the outward
growing oxide. As 304L forms a solid solution oxide of Fe and Cr
when oxidized, this pure Cr2O3 is not expected to have been
formed from oxidation of the steel. Instead, the nodules of pure
Cr oxide are probably the result of decomposition of alkali chro-
mate. The initially formed alkali chromate, formed on the oxide
surface, is suggested to decompose to Cr oxide and alkali hydroxide
in reducing environments. Nevertheless, Cr has been depleted from
the protective oxide initially formed and the Cr2O3 nodules are not
expected to be protective. Thus, the protective oxide was trans-
formed into a poorly protective and fast growing Fe2O3 oxide
(detected with XRD, Table 4). Due to this poor protection, the
underlying metal can be further attacked and internal oxidation
can be clearly seen in Fig. 10.
On the basis of the results presented above, the corrosion attack
could be mitigated by minimising the presence of reactive alkali
compounds, e.g. alkali chlorides. As a consequence, the protective
oxide initially formed on the stainless steel remains intact and
thus, the corrosion protection of the steel is maintained. Therefore,
all reactions where alkali chlorides are converted into less aggres-
sive compounds are beneﬁcial from the point of view of corrosion.
Municipal sewage sludge contains high levels of S, P and alumino-
silicates, all with the ability to react with alkali chlorides, convert-
ing the deposit into less corrosive compounds.
The conversion of alkali chlorides into corresponding alkali sul-
phates is a successful way of mitigating a corrosion attack. This has
been shown in both laboratory exposures [18,39,40] as well as in
ﬁeld exposures by using elemental S, S-rich additives or by
co-combustion with a suitable S-rich fuel [15,22,23,26–29]. In
contrast to alkali chlorides, K2SO4 does not induce an accelerated
corrosion attack on 304L steel at this temperature (600 C). The
non-corrosive nature of K2SO4 is explained by its relative thermo-
dynamic stability [18,39]. Hence, the reaction of K2SO4 with the
protective oxide to form K2CrO4 is not thermodynamically
favoured under the present experimental conditions:
1=2Cr2O3ðsÞ þ K2SO4ðsÞ þ 3=4O2ðgÞ ! K2CrO4ðsÞ þ SO3ðgÞ ð4Þ
DGf = 135 kJ/mol, peq(SO3) = 8.9  1010 bar (600 C, pO2: 0.05 bar)
[36].
1=2Cr2O3ðsÞ þ K2SO4ðsÞ þ 1=4O2ðgÞ ! K2CrO4ðsÞ þ SO2ðgÞ ð5Þ
DGf = 304 kJ/mol, peq(SO2) = 6.0  1039 bar (600 C, pO2: 0.05 bar)
[36].
Compared to the sulphate chemistry in biomass and waste-ﬁred
boilers, the phosphate chemistry is not equally investigated. How-
ever, some studies investigating the phosphate chemistry in bio-
mass and waste-ﬁred boilers have been performed in recent
years, often in connection to the combustion of Municipal Sewage
Sludge (MSS) [41–43]. In these articles, the focus has been on ﬂuegas and deposit chemistry rather than investigating how phospho-
rus compounds affect the high temperature corrosion of steels. In
fact, little has been published regarding the role of phosphorus
compounds and high temperature corrosion. In [44], however, lab-
oratory exposures were performed investigating the effect of dif-
ferent phosphates (Na2P2O7, K3PO4 and Ca2P2O7) on stainless
steels (Sanicro28 and 304L) at 600–700 C for 24 h. The study
showed that, depending on the type of phosphate (orto-phosphate
compared to pyro-phosphate) and cation (Na, K or Ca), the extent
of the corrosion attack was dissimilar. With Ca2P2O7, no acceler-
ated attack was detected compared to the corresponding salt-free
exposures. However, for K3PO4, and to some extent Na2P2O7, the
corrosion attack of the stainless steels was accelerated by the
formation of K2CrO4, see reaction (6).
4K3PO4ðsÞ þ Cr2O3ðsÞ þ 1:5O2ðgÞ ! 2K4P2O7ðsÞ þ 2K2CrO4ðsÞ ð6Þ
DGf = 57 kJ/mol, (600 C, pO2: 0.05 bar) [36].
Nevertheless, compared to the corresponding exposures in the
presence of KCl, the chromate formation is signiﬁcantly slower in
the presence of alkali phosphates and thus, the corrosion attack
is not as severe.
In addition to forming alkali sulphates and alkali phosphates,
the MSS has also been suggested to reduce alkali-related problems
by converting corrosive alkali chlorides to less corrosive com-
pounds by the reaction with aluminium silicate. The source of alu-
mina silicates in municipal sewage sludge is zeolites, which is a
common component in phosphate-free household detergents.
Zeolites have a porous structure that can accommodate a wide
variety of cations, such as Na+, K+, Ca2+. A previous study shows
that the addition of zeolite-rich additives signiﬁcantly reduced
the chlorine and alkali in the deposit [45].
As mentioned, MSS contains high levels of S, P and aluminium
silicate, all with the ability to react with alkali chlorides. Hence,
the question is to what extent the alkali chlorides are converted
by the addition of sewage sludge and secondly, is the conversion
dominated by one of these species or are all three at play? Further-
more, how does this affect the corrosion attack on stainless steels?
In exposure case MSS1-low, the reference fuel (SRF) was co-
combusted with 7.3% municipal sewage sludge. The addition of
sludge resulted in a reduction of gaseous alkali chlorides from
96 ppm (case SRF) to 28 ppm. The concentration of HCl increased
from 12 ppm to almost 150 ppm while the concentration of SO2
remained similar. The deposits formed in the SRF case were domi-
nated by alkali chlorides and due to the addition of municipal
sewage sludge (i.e. MSS1-low case) the amount of alkali chlorides
in the deposit decreased. According to the results, the decrease in
chloride content in the MSS1-low case is primarily due to the sul-
phation (see Table 4, Figs. 7 and 13). However, some of the alkali
chlorides have probably been converted into phosphates since
there was an increase in phosphorus (compare MSS1-low EDX P
map in Fig. 13 with SRF EDX P map in Fig. 9). Even though the alkali
chlorides were decreased in the deposit, their presence gave rise to
the formation of chromates, 970 ppm being detected in the MSS1-
low case. This value is higher compared to the amount detected on
the sample exposed in the SRF case. However, the instability of
chromates in reducing atmospheres (e.g. beneath oxide scales)
may decrease the amount of detectable chromate. It is suggested
that the sample exposed in the SRF case had suffered from this
effect (see Fig. 10). The extent of the corrosion attack in the sample
exposed in the MSS1-low decreased compared to the SRF case; the
oxide scale is thinner and more even compared to the correspond-
ing exposure in the SRF case, see Fig. 11 and Fig. 12. The oxide scale
morphology is however similar, i.e. an outward growing Fe-rich
oxide and an inward growing oxide containing Fe, Cr and Ni (see
Fig. 13). Furthermore, the internal oxidation of the steel is also seen
in the MSS1-low case but not to the same extent as in the SRF case.
492 S. Karlsson et al. / Fuel 139 (2015) 482–493In exposure case MSS2-high, the reference fuel (SRF) was co-
combusted with 13% municipal sewage sludge. The addition of
sludge resulted in the reduction of gaseous alkali chlorides from
96 ppm (case SRF) to 3 ppm. The concentration of HCl increased
from 12 ppm to 315 ppm and the concentration of SO2 also
increased to 230 ppm. The resulting deposit layer consists of a por-
ous network of individual particles, 10–50 lm in size. The EDX
analysis (Fig. 15) reveals that the particles have three types of com-
position: (1) Ca, S and O (2) K, Ca, Fe, P and O (3) K, Al, Si and O.
According to XRD, it is proposed that these compounds are CaSO4,
KCaFe(PO4)2 and KAlSi2O6. In addition, K2Ca2(SO4)3 was detected
by XRD. In contrast to the SRF and the MSS1-low cases, no alkali
chlorides could be detected in the deposit. Furthermore, the lack
of chromates detected on the 304L sample indicates that there
was no breakdown of the protective oxide. In fact, no corrosion
product layer could be seen beneath the deposit layer. Thus, the
oxide formed on the sample is in the submicron range, below the
resolution of the EDX analysis, probably less than 0.3 lm in thick-
ness. Furthermore, there are no signs of internal oxidation in the
steel grain boundaries. The thin oxide formed is expected to be
chromium-rich. However, due to its thinness, EDX analysis was
not possible.
The protective behaviour of 304L in the MSS2-high case shows
that the initial corrosion of this stainless steel is much related to
the chromate formation, destroying the Cr-rich oxide. If the corro-
sion attack had been purely chlorine-induced, the corrosion would
have also been expected to remain high in theMSS2-high case since
the conversion of alkali chlorides to alkali sulphates, alkali phos-
phates and alkali aluminium silicates releases large amounts of
HCl(g). The HCl content in the ﬂue gas rises to 12 ppm in the SRF
case and to 315 ppm in the MSS2-high case, see Fig. 4. The deposit
layer formed in the MSS2-high case is very porous and is expected
to be highly permeable towards gas molecules. Thus, if HCl(g) had
played a signiﬁcant role in the initiation of corrosion, the highest
corrosion rate would have been expected in MSS2-high case.5. Conclusion
 The Co-combustion of municipal sewage sludge with SRF in a
the 12 MWth CFB boiler resulted in a decreased corrosion rate
of 304L at 600 C after 24 h of exposure. Without sewage sludge
a thick oxide scale was formed on the samples, covered by a
deposit where a large amount of corrosive alkali chlorides was
detected.
 The corrosivity of alkali chlorides is attributed to the formation
of alkali chromate, formed by the reaction between the protec-
tive oxide and the alkali chlorides in the deposit. This results in
a poorly protective and fast growing Fe-rich oxide.
 Adding digested sewage sludge to the fuel changes the compo-
sition of the deposit and the corrosion rate is signiﬁcantly
decreased. The main reason for this is that alkali chlorides in
the deposit are largely replaced by less corrosive alkali
sulphates, alkali phosphates and alkali aluminium silicate. In
contrast to alkali chlorides, they do not deplete the protective
oxide in chromium by forming K2CrO4. Additionally, less Cl in
the deposit decreases the possibility of formation of transition
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